Method Statement

Company Details 




Dimension 8 Ltd








3 Leeway Ind Est 








Newport








Gwent








NP19 4SL

Site Address





Manchester Central








Manchester

Activity - Risk
To install safely, power and lighting to a temporary structure situated inside the Brighton centre  

Hazardous Task – Risk
Method

Risk of electric shock from Temporary 
All metalwork inside the

Structure
equipotential zone will be bonded.

Installation of lighting for Temporary
The lighting will be installed by 

Structure
use of a portable tower, set at the correct height for the structure.

Installation of Stand Lighting and
All stand lighting and power will 

Power 
is installed using 6242y cable, each stand will have its own distribution board, and all connections will be insulated by use of a “Choc Box”.

Risk of electric shock from stands
Each stand will be earthed to its own distribution board using 6mm2 4691x
type cable, with each distribution board having its own RCD.

Site Control

Inspection of equipment
All equipment, such as stepladders, lights, and sockets, will be tested prior to installation.

Client awareness
the client will be made aware of all potential dangers throughout the Build-up of the exhibition.



